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1. Contractor to use Meg—A-Lug joint restraint on fittings.

2. No discharge from blow—off should go directly into a creek.

3. Provide erosion and sedementation control for discharge.

4. Use Dead End Fire Hydrant detail 514.03 for water mains larger than 24”.
5. All 2” pipe to be with iron pipe threads.
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